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3 3 0.37 NA 0.37 2019 No

0 400 ND ND ND 2019 No

0 200 ND ND ND 2019 No

0 1 ND ND ND 2019 No

50 50 ND ND ND 2019 No

40 40 ND ND ND 2019 No

200 200 ND ND ND 2019 No

0 1 ND ND ND 2019 No

500 500 ND ND ND 2019 No

4 4 ND ND ND 2019 No

100 100 ND ND ND 2019 No

0 5 ND ND ND 2019 No

1 1 ND ND ND 2019 No

600 600 ND ND ND 2019 No

2019 Turbidity N/A N/A 0.3 NTU Soil Runoff

2019 TOTAL ORGANIC CARBON 
(% REMOVAL)

N/A N/A N/A N/A TT N Naturally Present in the 
Environment

2019 Alpha emitters (pCi/L) 15 ND 0 15 pCi/L N Decay of natural and man -made 
deposits

All public water suppliers are required to file a water loss report annually. The City of Copperas Cove submitted its report to 
the Texas Water Development Board for the period of January through December 2019. The estimated loss of water for the 
2019 calendar year was 323,682,000 gallons of water. Water loss occurs through water line breaks and leaks, inaccurate 
meter readings, theft, Fire Hydrant flushing and testing, along with other causes. If you have any questions about the water 
loss audit, please call Water Distribution Department at (254)547-2416 or Public Works at (254)547-0751.



Lorem ipsum

2019 Barium 0.0594 0.0588 0.0594 2 2 N ppm Dicharge of drilling wastes:
discharges from metal refineries:
erosion of natural deposits.

2019 Fluoride 0.2 0.19 0.21 4 4 N ppm Erosion of natural deposits: water additive which 
promotes strong teeth: discharge from fertilizer and 
aluminum factories.

2019 *Nitrate 0.59 0.59 0.59 10 10 N ppm Runoff from fertilizer use: leaching from septic tanks, 
sewage: erosion of natural deposits.

2019 Cyanide 120 70 120 200 200 N ppb Discharge from plastic and fertilizer factories; 
Discharge from steel/metal factories

2019 Nitrite 0.06 0 0.5 1 1 N ppm Runoff from fertilizer use; Leaching from septic 
tanks, sewage; Erosion of natural deposits.

2019 Thallium N/D N/D N/D 2 0.5 N ppb Discharge from electronics, glass, and Leaching 
from ore-processing sites; drug factories

2019 Chloramines 2.72 2.3 3.16 4 <4.0 ppm Disinfectant used to control microbes

2019 Total Haloaccetic Acids 21.9 16.6 35.7 60 N ppb By-Product of drinking water disinfection.

2019 Total Trihalomethanes 38.4 25.4 51.8 80 N ppb By-Product of drinking water disinfection

2019 Lead 1.8 0 15 0 N ppb Corrosion of household plumbing systems: 
erosion of natural deposits

2019 Copper 0.69 0 1.3 1.3 N ppm Corrosion of household plumbing systems: 
erosion of natural deposits: leaching from 
wood preservation.

2019 Total Coliform Bacteria 0 5 % of monthly samples are 
positive 0

A routine sample and a 
repeat sample are Total 

Coliform Positive, and one 
is also fecal Coliform or E 

Coli positive.

0 N Naturally present in the environment
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All public water suppliers are required to file a water loss report annually. The City of Copperas Cove submitted its report to 
the Texas Water Development Board for the period of January through December 2019. The estimated loss of water for the 
2019 calendar year was 323,682,000 gallons of water. Water loss occurs through water line breaks and leaks, inaccurate 
meter readings, theft, Fire Hydrant flushing and testing, along with other causes. If you have any questions about the water 
loss audit, please call Water Distribution Department at (254)547-2416 or Public Works at (254)547-0751.
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